Public Swimming Pool Inspection Report

<table>
<thead>
<tr>
<th>Name of Facility</th>
<th>Greenville City Pool</th>
</tr>
</thead>
<tbody>
<tr>
<td>Address</td>
<td>City Park</td>
</tr>
<tr>
<td>City</td>
<td>Greenville</td>
</tr>
<tr>
<td>Inspect date</td>
<td>5/8/19</td>
</tr>
<tr>
<td>Time</td>
<td>9:30</td>
</tr>
<tr>
<td>Travel Time</td>
<td>11:00</td>
</tr>
<tr>
<td>ID no.</td>
<td>60255</td>
</tr>
<tr>
<td>License no.</td>
<td>540</td>
</tr>
<tr>
<td>Surface area (sq ft)</td>
<td>50,000</td>
</tr>
<tr>
<td>Volume (gallons)</td>
<td>350,000</td>
</tr>
<tr>
<td>Required flow min. (gpm)</td>
<td>7.33</td>
</tr>
</tbody>
</table>

Health District: Darke County

- Special features (SF):
  - Knob slide
  - Pool slide
  - Play ground slide
  - Reel slide
  - Water slide
  - Fountain
  - Other

Critical Violations (3701-31-04)(B)(1)(a-e)

- (a) Outlet covers installed/secured/in compliance
- (b) SISR devices functioning
- (c) Disinfection residual as required
- (d) Automatic chemical controller functioning properly
- (e) Lifeguards on duty
- (f) Fecal accident treated properly
- (g) No Electrical hazards present

Water Quality 3701-31-04 C.D

- Total Chlorine (ppm)
- Free Chlorine (ppm)
- Combined Chlorine (ppm)
- Bromine (ppm)
-ORP/HRIR (millivolts)
- Cyanuric acid (ppm)

- pH 7.2-7.8
- Alkalinity (ppm)
- Pool water temp ≤ 90°F
- Spa water temp ≤ 104°F
- Spa water replaced every 30 days

Responsibilities of the Operator 3701-31-04

- License is displayed or on file
- No domestic animals unless otherwise permitted
- All construction or alterations of a pool done with approved plans
- Gas chlorine for disinfection
- Pool is continuously disinfected by a feeding device connected to circulation system
- Authorized representative available within 30 minutes
- Secondary disinfection device is not adversely affecting water quality
- Operational records maintained on file
- Automatic chemical controller is functioning properly
- All equipment maintained in clean, safe and sanitary condition and in good repair
- Test kit is maintained and complete

The Items Listed Below Are in Violation of Ohio Administrative Code Chapter 3701-31 and MUST Be Corrected

- (4) pH Tested at 8.0ppm. Discussed pH shall be between 7.2 - 7.8ppm.
- Discuss chlorine shall not be over 5 since that is the highest your test kit goes.
- Test chemicals @ slide.

REMARKS

- See additional remarks on the attached form, HEA 5217
- Re-Inspection required: Yes
- Compliance date:

Signatures:

Phone: 578-1196
Operator or Representative: E. J. P. W. 4/17/59/6

HEA 5221 (Rev 04-11) Authority: Chapter 3701-40, Ohio Revised Code
Ohio Department of Health, Bureau of Environmental Health
Distribution: White Licensee
Canary Licensee