License #: 7

5/24/19

Surface area = 768
Turnover = 170
Volume = 5760
Min flow = 18
Flow reading = 50

Disinfectant = Sodium hypochlorite
Ph = 8 ppm
Total chlorine = 3 ppm
Free chlorine = 7 ppm
Combined chlorine = 0 ppm

Ph tested to be 8.4 ppm. Discuss ph shall be 7.2-7.8 ppm. Please lower.