### Public Swimming Pool Inspection Report

**Name of facility**: Stillwater Beach Pool  
**Address**: 408 Versailles SE, Bradford  
**Health District**: Parke County  
**Special feature (SF)**:  
- Kiddie slide  
- Playground slide  
- Rec slide  
- Water slide  
- Fountain  
- Other  

**Type visit**:  
- Standard  
- Re-Inspection  
- Complaint  
- Epi Investigation  
- Consultation  

<table>
<thead>
<tr>
<th>Setting</th>
</tr>
</thead>
<tbody>
<tr>
<td>Wading pool</td>
</tr>
<tr>
<td>Zero Entry</td>
</tr>
<tr>
<td>Spa</td>
</tr>
<tr>
<td>School</td>
</tr>
<tr>
<td>Govt</td>
</tr>
<tr>
<td>MHP</td>
</tr>
<tr>
<td>Indoor</td>
</tr>
<tr>
<td>Outdoor</td>
</tr>
<tr>
<td>Camp</td>
</tr>
<tr>
<td>Apartment/Condo</td>
</tr>
<tr>
<td>Hotel/motel</td>
</tr>
</tbody>
</table>

- **Inspection date (mm/dd/yy)**: 07/15/2019  
- **Inspection time**:  
- **Travel time**:  
- **ID no.**:  
- **Volume (gallons)**: 81,000  
- **License no.**: 12  
- **Required flow min: (gpm) [Volume/Rate]**: 169  

- **Flow measure reading (gpm)**: 220  
- **Max allow. filter flow (gpm)**:  
- **Max allow. flow: SF pump capacity (gpm)**:  
- **Max allow. flow: Jet pump capacity (gpm)**:  

- **Critical violations (3701-31-04(B)(1)(a-l))**:  
- Outlet covers installed/secured in compliance  
- Circulation/Disinfection system operating properly  
- Water clarity: can see pool bottom  
- Pool treated after RI W  
- SVIS devices functioning  
- Automatic chemical controller functioning properly  
- Natural or artificial light sufficient  
- Proper use/storage of chemicals  
- No Electrical hazards present  

- **Water Quality 3701-31-04 C, D**:  
  - Calcium Hypochlorite  
  - Sodium Hypochlorite  
  - Bromine  
  - Salt  
  - Total Chlorine: (ppm)  
  - Free Chlorine: (ppm)  
  - Combined Chlorine: (ppm)  
  - Total Bromine: (ppm)  
  - ORP/Hor (millivolts)  
  - Cysteine acid: (ppm)  
  - pH (7.2-7.8): 7.6  
  - Alkalinity (ppm) [min 60]: ≥ 100  
  - Pool water temp [≥ 90°F]: 83.4°F  
  - Spa water temp [≤ 104°F]:  
  - Spa water replaced every 30 days:  

- **Responsibilities of the Operator 3701-31-04**:  
- License is displayed or on file  
- No domestic animals unless otherwise permitted  
- All construction or alterations of a pool done with approved plans  
- No gas chloride for disinfection  
- Facilities are maintained clean, safe and sanitary condition and in good repair  
- Pool is continuously disinfected by a feeding device connected to circulation system  
- Authorized representative available within 30 minutes  
- Secondary disinfection device is not adversely affecting water quality  
- Lifeguards are provided and on duty as required  
- Operational records maintained and on file  
- Automatic chemical controller is functioning properly  
- Test kit is maintained and complete  

- **THE ITEMS LISTED BELOW ARE IN VIOLATION OF OHIO ADMINISTRATIVE CODE CHAPTER 3701-31 AND MUST BE CORRECTED**:  

- **4(B)(6)** All ladders were wobbly at the time of inspection. Please ensure the ladders are securely and tightly fastened to prevent pool injuries for swimmers.

---

**REMARKS**:  
- See additional remarks on the attached form, HEA 5217  
- Re-inspection required? ☑ Yes ☐ No  
- Compliance date:  

**Sanitarian/other**:  
**Phone**: 937-518-4196  
**Operator/Back-up name**:  

**Canary Licensee**:  
**Distribution**: White Licensee